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NOTES:

1. ALL PIPE, FITTINGS AND VALVE 
DIAMETERS ARE NOMINAL DIAMETERS

2. ALL DIMENSIONS ARE IN MM UNLESS 
OTHERWISE STATED

3. ONLY FIGURED DIMENSIONS TO BE 
TAKEN FROM THIS DRAWING
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SUCTION PIPEWORK DETAILS

BACKWASH PUMPS SUCTION PIPEWORK
SCHEDULE:

(APPROVED LINED FERROUS PIPES)
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4. 	PIPE AND FITTINGS DETAILING AND  PIPE AND FITTINGS DETAILING AND  SCHEDULES ARE BASED ON STEEL 		PIPES  AND FITTINGS AS PIPES  AND FITTINGS AS MADE BY 			ASP (K) LTD. ASP (K) LTD. DIMENSIONS ARE AS 			GIVEN GIVEN IN THE SCHEDULES.
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5.  VALVE DIMENSIONS ARE BASED ON:   VALVE DIMENSIONS ARE BASED ON:   -   GATE VALVES - EURO 20   SERIES,   TYPE 23 (SHORT FACE TO TYPE 23 (SHORT FACE TO FACE  TYPE   VALVES) AS MADE BY VALVES) AS MADE BY SAINT GOBAIN PAM. -   NON RETURN VALVES -  TYPE 402   SERIES AS MADE BY SERIES AS MADE BY DANFOSS
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