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SECTION A-A
SCALE 1:20

DETAIL 'Q'
SCALE 1:4

SECTION B-B
SCALE 1:20

DETAIL AT 'P'
SCALE 1:2

DETAIL OF SUPPORT BRACKET FOR uPVC LATERALS
SCALE 1:10
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4No. 12mm DIA
H.T BARS

12mm Ø BOLT

NOTES:

1.   DIMENSIONS IN MM UNLESS OTHERWISE
SPECIFIED

2.   ALL EXPOSED CONCRETE EDGES TO HAVE
A  25mm X 25mm CHAMFER

3. ONLY FIGURED DIMENSIONS TO BE TAKEN
FROM THIS DRAWING

4. SHOP DRAWING OF ALL PIPEWORK TO BE
SUBMITTED TO THE ENGINEER FOR
APPROVAL BEFORE FABRICATION

12mm Ø BOLT

SEELASTRIP (IRB 200) 44.5 x 3mm
THICK OR OTHER APPROVED
SEALER

APPROVED HEAVY DUTY
RUBBER BITUMEN FILLER

300mm DIA SPECIAL FLANGED
BELL MOUTH, 500mm LONG, WITH
PUDDLE FLANGE 100mm FROM
BELL MOUTH END

SEE DETAIL 'Q' APPROVED HEAVY DUTY
RUBBER BITUMEN FILLER

16mm Ø G.S BOLT WITH
NUT AND WASHER

SEELASTRIP (IRB 200) 44.5 x 3mm
THICK OR OTHER APPROVED
SEALER

5mm THICK GMS PLATE
BENT TO SUIT PIPE
OUTER DIAMETER

5mm THICK GMS PLATE
BENT TO SUIT PIPE
OUTER DIAMETER

MIX 1:2:4 CONC. SUPPORT
BRACKET FOR uPVC LATERALS
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